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NOTES:

1. SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND
ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL
GENERAL NOTES.

2. ALL STREET LIGHT CABLE ROUTING SHOWN ON THIS
DRAWING AND THE LIGHTING CONTROLLER FEEDING THE
STREET LIGHTS IS ASSUMED. CONTRACTOR SHALL VERIFY
ACTUAL CABLE ROUTING AND ACTUAL CONTROLLER
FEEDING THE STREET LIGHTS AND REMOVE ITEMS AS
REQUIRED. CONTROLLER HAS NO IDENTIFICATION, AND
THE SYSTEM VOLTAGE IS UNKNOWN.

3. CONTRACTOR SHALL COORDINATE WITH COMED TO
DETERMINE SOURCE OF POWER FOR STREET LIGHTING
CONTROLLER.

4. CONTRACTOR TO COORDINATE WITH COMED AS TO WHO
IS RESPONSIBLE FOR DISCONNECTING AND REMOVING
EXISTING STREET LIGHT FROM COMED POLE. THIS WORK
SHALL BE PAID FOR UNDER THE “REMOVAL OF LIGHTING
UNIT, SALVAGE" PAY ITEM. SEPARATE PAYMENT WILL
NOT BE MADE.

5. CONTRACTOR SHALL INSURE THAT THERE [S A MINIMUM
HORIZONTAL CLEARANCE OF 50 FEET, OR AS DIRECTED
BY COMED, BETWEEN THE POLE AND THE CLOSEST COMED
HIGH VOLTAGE LINE.
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